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DETROIT HEALTH DEPARTMENT 

ENVIRONMENTAL HEALTH & SAFETY 

FIELD INVESTIGATION REPORT 

 

 

RESIDENT/BUSINESS NAME:  BURTON INTERNATIONAL SCHOOL  

ADDRESS: 2001 MARTIN LUTHER KING JR, DETROIT, MI  48208 

COMPLAINANT:  Referral  

 
 
TYPE OF INVESTIGATION:  
 

 Air Quality   Hazardous Waste    

 Environmental    Solid Waste   
 

NATURE OF COMPLAINT:  DETROIT PUBLIC SCHOOLS 

 

NATURE OF COMPLAINT:  Potential health-related violations observed by BSEED inspectors. 

 

Date of Inspection: 2/10/16 

 

INVESTIGATION SUMMARY:  An environmental health inspection was conducted at Burton 

International School. Representatives from the Detroit Health Department-Environmental Health and 

Safety assessed the over-all environmental health and safety conditions of this DPS school facility.  

 

Findings and Recommendations:  

1. Stained and missing ceiling tiles are a sign of water damage.  Inspect roof to assure it is weather-

tight, remove stains and replace missing and broken ceiling tiles.  Repair all water damaged 

ceiling surfaces. Provide a confirmation of roof inspection from a 3rd party certified roofing 

contractor.  If repairs are needed, supply a separate plan of action for roof and expected date of 

completion within 72 hours. 

2. Repair overhang outside pool annex within 30 days. 

3. Failure to conduct the proper repairs within a timely manner will result in a recommendation of 

facility closure and the revocation of Certificate of Occupancy from the Detroit Health 

Department. Health Department representatives will follow up in 72 hours on roof inspection, and 

30 days for all other findings. 
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